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be maintained throughout the period of 
federal interest. The Director may 
waive this requirement upon a written 
request from the grantee adequately 
documenting self-insurance against the 
risks involved and containing such 
other information as the Director may 
prescribe. 

(Approved by the Office of Management and 
Budget under Control Number 0925–0424; ex-
pires November 30, 2001) 

§ 52b.11 What are the requirements for 
acquisition and modernization of 
existing facilities? 

Grant awards for the acquisition and 
modernization of existing facilities are 
permitted if authorized by the statutes 
authorizing the construction grant pro-
gram and shall be subject to the re-
quirements of this section. 

(a) Minimum standards of construction 
and equipment. A determination by the 
Director that the facility conforms (or 
upon completion of any necessary con-
struction will conform) to the min-
imum standards of construction and 
equipment as set forth in § 52b.12 shall 
be obtained before entering into a final 
or unconditional contract for the ac-
quisition and/or modernization of fa-
cilities. Where the Director finds that 
exceptions to or modifications of these 
minimum standards would be con-
sistent with the purposes of the appli-
cable section of the Act under which 
the acquisition or modernization is 
supported, the Director may authorize 
the exceptions or modifications. 

(b) Estimated cost of acquisition and re-
modeling: suitability of facility. Each ap-
plication for a project involving the ac-
quisition of existing facilities shall in-
clude in the detailed estimates of the 
costs of the project, the cost of acquir-
ing the facilities, and any cost of re-
modeling, renovating or altering the 
facilities to serve the purposes for 
which they are acquired. The applica-
tion shall demonstrate to the satisfac-
tion of the Director that the architec-
tural, mechanical, electrical, plumb-
ing, structural, and other pertinent 
features of the facility, as modified by 
any proposed expansion, remodeling, 
renovation, or alteration, will be suit-
able for the purposes of the applicable 
sections of the Act. 

(c) Bona fide sale. Grant awards for 
the acquisition of existing facilities 
shall be subject to the condition that 
the acquisition constitutes a bona fide 
sale involving an actual cost to the ap-
plicant and will result in additional or 
improved facilities for purposes of the 
applicable provisions of the Act. 

(d) Facility previously funded by a fed-
eral grant. No grant for the acquisition 
or modernization of a facility which 
has previously been funded in whole or 
in part by a federal grant for construc-
tion, acquisition, or equipment shall 
serve either to reduce or restrict the li-
ability of the applicant or any other 
transferor or transferee from any obli-
gation of accountability imposed by 
the Federal Government by reason of 
the prior grant. 

(Approved by the Office of Management and 
Budget under Control Number 0925–0424; ex-
pires November 30, 2001) 

§ 52b.12 What are the minimum re-
quirements of construction and 
equipment? 

(a) General. In addition to being sub-
ject to other laws, regulations, execu-
tive orders, and policies referred to in 
§ 52b.14, the standards set forth in this 
section have been determined by the 
Director to constitute minimum re-
quirements of construction and equip-
ment, including the expansion, remod-
eling, renovation, or alteration of ex-
isting buildings, and these standards, 
as may be amended, or any revisions or 
successors of these standards, shall 
apply to all projects for which federal 
assistance is requested under this part. 
The publications referenced in this sec-
tion are hereby incorporated by ref-
erence and made a part of the regula-
tions in this part. 

(b) Incorporation by reference. The Di-
rector of the Federal Register approves 
the incorporations by reference in 
paragraph (c) of this section in accord-
ance with 5 U.S.C. 552(a)(1) and 1 CFR 
part 51. Copies may also be obtained 
from the organizations at the addresses 
listed in paragraph (c) of this section. 
Copies may be inspected at the Na-
tional Cancer Institute, Executive 
Plaza North, Room 539, 6130 Executive 
Boulevard, Rockville, MD 20852 (tele-
phone 301–496–8534; not a toll-free num-
ber); the National Center for Research 
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Services, Building 31, Room 3B11, 9000 
Rockville Pike, Bethesda, MD 20892 
(telephone 301–496–5793); not a toll-free 
number); and at the National Archives 
and Records Administration (NARA). 
For information on the availability of 
this material at NARA, call 202–741– 
6030, or go to: http://www.archives.gov/ 
federallregister/ 
codeloflfederallregulations/ 
ibrllocations.html. The Director may 
for good cause shown, approve plans 
and specifications which contain devi-
ations from the requirements pre-
scribed in paragraph (c) of this section, 
if the Director is satisfied that the pur-
poses of the requirements have been 
fulfilled. In addition to these require-
ments, each project shall meet the re-
quirements of the applicable state and 
local codes and ordinances relating to 
construction. 

(c) Design and construction standards. 
The facility shall comply with the fol-
lowing mandatory design and construc-
tion standards: 

(1) ‘‘Guidelines for Design and Con-
struction of Hospital and Health Care 
Facilities’’ (1996–97). American Insti-
tute of Architects Academy of Archi-
tecture for Health (AIA); available 
from AIA Rizzoli Catalogue Sales, 117 
Post Street, San Francisco, CA 94108 
(telephone 1–800–522–6657, fax 415–984– 
0024). 

(2) 1995 ASHRAE Handbook: Heating, 
Ventilating, and Air Conditioning Ap-
plications (1995), Chapter 13, ‘‘Labora-
tory Systems.’’ American Society of 
Heating, Refrigerating and Air Condi-
tioning Engineers, Inc., 1791 Tullie Cir-
cle, NE, Atlanta, GA 30329 (telephone 
404–636–8400). 

(3) ICBO ‘‘Uniform Building Code,’’ 
Volumes 1–3 (1997). International Con-
ference of Building Officials (ICBO), 
5360 South Workman Mill Road, Whit-
tier, CA 90601–2298 (telephone 562–699– 
0541 or 800–284–4406). 

(4) BOCA National Building Code 
(1996) 1998 Supplement, Building Offi-
cials and Code Administrators Inter-
national, Inc. (BOCA), 4051 West 
Fossmoor Road, Country Club Hills, IL 
60478–5795 (telephone 708–799–4981; fax 
708–799–4981). 

(5) ‘‘Recommended Lateral Force Re-
quirements and Commentary’’ (1996). 
Structural Engineers Association of 

California; available from Inter-
national Conference of Building Offi-
cials, 5360 South Workman Mill Road, 
Whittier, CA 90601–2298 (telephone 562– 
699–0541). 

(6) ‘‘Prudent Practices in the Labora-
tory: Handling and Disposal of Chemi-
cals’’ (1995). National Research Council; 
available from National Academy 
Press, 8700 Spectrum Drive, Landover, 
MD 20785 (telephone 1–800–624–6242). 

(7) The following material is avail-
able for purchase from the National 
Fire Protection Association (NFPA), 11 
Tracy Drive, Avon, MA 02322–9908 (tele-
phone 617–770–3000 or 1–800–735–0100): 

(i) NFPA 45, ‘‘Standard on Protection 
for Laboratories Using Chemicals’’ 
(1996). 

(ii) NFPA 70, ‘‘National Electric 
Code’’ (1996). 

(iii) NFPA 99, Chapter 4, ‘‘Gas and 
Vacuum Systems’’ (1996). 

(iv) NFPA 101, ‘‘Life Safety Code’’ 
(1997). 

(v) NFPA ‘‘Health Care Facilities 
Handbook’’ (1996). 

(8) NSF Standard No. 49 for Class II 
(Laminar Flow) Biohazard Cabinetry 
(1992). National Sanitation Foundation 
(NSF), 3475 Plymouth Road, Box 1468, 
Ann Arbor, MI 48106 (telephone 734–769– 
9010). 

(9) ACGIH ‘‘Industrial Ventilation: A 
Manual of Recommended Practice’’ 
(1998). American Conference of Govern-
mental Industrial Hygienists (ACGIH), 
1330 Kemper Meadow Drive, Cincinnati, 
OH 45240–1634 (telephone 513–742–2020). 

(10) AIHA ‘‘Laboratory Ventilation 
Workbook’’ (1994). American Industrial 
Hygiene Association (AIHA), 2700 Pros-
perity Avenue, Suite 250, Fairfax, VA 
22031 (telephone 703–849–8888). 

(11) The following material is avail-
able for purchase from the Southern 
Building Code Congress (SBCC), 900 
Montclair Road, Birmingham, AL 
35213–1206 (telephone 205–591–1853; fax 
202–591–0075: 

(i) SBCC ‘‘International Standard 
Plumbing Code’’ (1997). 

(ii) SBCC ‘‘Standard Building Code’’ 
(1997). 

[64 FR 63722, Nov. 22, 1999, as amended at 69 
FR 18803, Apr. 9, 2004] 
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